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SPECIFICATIONS

ELECTRICAL DATA

TYPE

Cooling & Heating

INDOOR UNIT ARYG45LHTA ARYGS54LHTA
OUTDOOR UNIT AOYG45LETL AOYGH54LETL
COOLING CAPACITY 12.5 kW 13.4 kW
HEATING CAPACITY 14.0 kW 16.0 kW
POWER SOURCE 230V, 50 Hz, single phase
RUNNING Cooling 18.9A 209A
CURRENT Heating 16.7 A 20.5 A
INPUT WATTS Cooling 4.30 kW 4.77 kW
Heating 3.80 kW 4.69 kW
E.E.R. Cooling 2.91 kW/kW 2.81 kW/kKW
C.0.P. Heating 3.68 kW/kW 3.41 kW/KW
MOISTURE REMOVAL 1.5 L/hr 2.0 L/hr
AIRCIRCULATION INDOOR 3,350 m3/h 3,350 m3/h
AIRCIRCULATION | Cooling 6,750 m3/h 6,750 m3/h
OUTDOOR Heating 6,200 m3/h 6,200 m3/h
MAXIMUM CURRENT 225A 235A
FAN MOTOR
INDOOR UNIT, Discrimination MFA-60TTFS
High 1,300 r.p.m.
INDOOR UNIT Medium 1,150 r.p.m.
Low 1,000 r.p.m.
OUTDOOR UNIT, Discrimination MFE-45VVT
OUTDOOR UNIT |Upper fan 850 r.p.m. 850 r.p.m.
Cooling Lower fan 800 r.p.m. 800 r.p.m.
OUTDOOR UNIT Upper fan 780 r.p.m. 780 r.p.m.
Heating Lower fan 750 r.p.m. 750 r.p.m.

NOISE LEVEL
High 47 dB
INDOOR UNIT Medium 43 dB
Low 40 dB
Cooling 55 dB 55 dB
OUTDOOR UNIT
Heating 55 dB 57 dB

COMPRESSOR AND REFRIGERANT

Hermetic type, Inverter,

TYPE 6 poles,
DC motor, Twin Rotary
DISCRIMINATION N-TF30HD1A
WEIGHT (with oil) 15.4 kg
REFRIGERANT TYPE R410A
PRECHARGED REFRIGERANT 3,350 g
MAX PIPE HEIGHT 30m
Pipe length | 20 m 3,350 g
30 m 3,750 ¢
FULL CHARGE 40 m 4,150 g
50 m 4,550 g
ADDITIONAL CHARGE 40 g/m
DIMENSIONS
INDOOR UNIT HxWxD 400 x 1,050 x 500 mm
OUTDOORUNIT HxWxD 1,290 x 900 x 330 mm
WEIGHT
INDOOR UNIT  Shipping / Net 51 kg / 46 kg
OUTDOOR UNIT Shipping / Net 94 kg / 86 kg
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REFRIGERANT SYSTEM DIAGRAM
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CIRCUIT DIAGRAM
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OUTDOOR PCB CIRCUIT DIAGRAM

INVERTER ASSEMBLY
AOYG45LETL : EZ-0121HHUE
AOYGS4LETL : EZ-0121KHUE

EMI FILTER A _ _ . S -
RFC-13 ‘
27 | wioo ACZZ$3330A c2 F1VO4 15A \ EMI FILTER _ _ L |
powersource —CINgg | 77 Lot i AC250V 3. i ZCAT2132-1130 r
AC230V BLACK O — O ‘E’ W102 UL1015 1T ‘ ‘
50Hz ) | .
\[/ . AWGT2 | TM101 |
uL1015 ! W101 ORANGE
awstz | O |
WHITE 7~ I ‘
""" | FILTER PCB | | i
INDOOR UNIT uL10to ‘ w103 | wLiors | \
AW
wAre - ulrors | W104 - F100 K10BR-1000HUE-FLO NS 02 D100 \
AWG20 A\ AC250V 10A Q 25XB |
BLACK 7\ — UL1015 Twie LL25XB60
i AWG14 |
A — 1 CHOKE COILA RED é i
vwm W | L=0.32mH 30A ‘ |
R H : uL1015 W17
EMI FILTER ! AC250V 10A MAIN-POWER PCB COM. ! AWG14 \ ‘
ZCAT2132-1130 CN101 \ BLACK Q |
T Twie BOBE-XN | SK-A- | CAPACITOR PCB | |
GREEN | UL1015 !
‘ \ AWG 12 KO5FB-1000HUE-PO \ \
= ! W107 W108 1234568 ‘ WHITE - L , | ‘ ‘
eavTH | TR ] | | ' TRANSISTORPCB |
| | i (1IPM) |
| | i
uL1015 uL1015 . .
AWG20|  AWG20 e ! ! . K10AY-1003HUE-TRO \
§ - ! ! \ \
ECEERE ACTPM B | | | |
g !
EEEEEEN (PM-601BSG )| wuos w1z w7z | uLiots i \ EMI FILTER
S AWG14 AWG14 " TM301 | ZCAT2132-1130
g p WHITE O YELLOW 5 ‘ 1T
T T™305 | oo
PTC THERMISTOR i ‘ . RED
uL1015 ZPROYCE400A300 uL1015 ‘ W13 W8 ‘ uL1015 \ @
AWG20 AWG14 . H AWG14 304
N Bg_oer Q ¢—+ e ™ g —WHITE CM | COMPRESSOR
777777777777777 -— - - e = — - ' W306 TM303 ;
| LTI I IYTILY | I\ sBLAK
! 23 s 5 : O UL3271 AWG12x3 T
R 1 2 12 3 4 5 6 7 W307 ‘
1
CN800 SERIAL CN1 N2 Bozs-XAY(}i-,\ﬂ,g B e ind O \
RED —f—1  B6P-VH-B 3-1747052-4 BOB6B-XN | SK-A-1 I 6543 2 1 i
,1 2 WHITE YELLOW WHITE YELLow T | T N N |
BLACK
DC FAN MOTOR 1 WHITE 1 13; | \L \L \L \L \L \L [ - |
wEow 1< Te AC IN MAIN-POWER PCB COM. i i
= N1 1] YYY ‘ I PM CONTROL MAIN-I NV PCB COM. \
; T T
o ), CN802 BO2B-XAMK-1-A 5 _ | EXIN2 \ CN301 CN303 ‘
. -B- GREEN 7
ok 15|12 R = — EMI FILTER \ BO9B-PL | SK-1 BO5B-PL | RK-1 \
DC FAN MOTOR 2 Yé/ﬁrgv% j g F202 ; TFC-25-15-12A ; WHITE RED i
BROWN | 5| 16 AC250V 3.15A LI . ‘ 9 87 654321 543 2 1 ‘
= ] 1 ; |
\ CN12 1] \
o - . e e
RED [T 1 n =W L
s SIS BOSBXARK1-A . . R .
EXPANSION VALVE ORANGE i 4 :; g é S
YELLOW L < 5 2| ul 8 8 8 8
A 8¢ g ¢ gy £ Mgy y 2 Bloeey 2
2 & g o z 5 < 5 I I I I T I T I I 5 Il I I T § =
i CN6 CN13 [ 588 E o I ERE EEE N
R 1747052-1 BO2B-XAEK-1-A EX OUT?2 g 5 S S
4-WAY VALVE - Stﬁg& [E; WHITE BlUE 2> ; g g §

CN9 — : : — — . — — e T
3 BAP-VH-B-C /F ﬁ ? ﬁ ? /F ? /F ? /F ? ? ? ? /F /F ? /F ? /F CN40 RED , CN4o1 }
2 BLACK \4 \3 \2 \1 \1 \2 \1 \2 \3 \4 \5 \6 \7 \8 \9 T 1 \2 \3 \4 \5 B16B-PASK-1 H— - EJEEB-PASK-)I ‘
WHITE 2 WHITE |2 :
CN101 CN400 CN21 CN20 CN320 N e T |
1:1871843-2 BO4B-PAKK-1 1-1747052-2 BO9B-PL | SK-1 BOSB-PL | RK-1 e . i
PRESSURE SWITCH ’—&—Q\—{EM{ <} re0 BLACK RED WHITE RED 5,% WHITE e,s i
2 5 | WHITE | ¢ !
s AR | < ACTPM CONTROL DCVOLT IN | PM CONTROL MAIN-I NV PCB COM. o - s 1
77% WHITE ej \
8 8
oot o 2 |3 e Bl |
| 18718434 | Pk
RED <=1 WHITE 100 o WHITE < |10
PRES — {2 1] WHITE | 11
PRESSURE SENSOR HIGH e ]S :73 127: — :712
HI BLACK - |4 MAI N PCB LK1 WHITE - 113
CN61 1] o WHITE < |14
THERMISTOR [ BOSB-PASK-t AOYG45LETL : K10BS-1203HUE-CA1 5] | S| e — s
( OUTDOOR TEMP ) NO MARKING BLACK << 2 WHITE 167% WHITE 6716
==k AOYG54LETL : K10BS-1204HUE-C1 ‘
CN62 ‘ UL1007 AWG24 x 16
BLACK :
THERMISTOR ( DISCHARGE ) o TEAK o1 BO4B-PASK-1 B6(73) BN | ponte INDICATOR PCB
<] 2 WHITE x » _R- T
Lack <sl8 ol K10BC-1000YUE-DO |
THERMISTOR ( COMP. TEMP. ) P <<t e i |
a4 s L _ _ i
BLACK ‘ CN63 50 o
THERMISTOR (PIPE TEMP.) (WM o0 Tax L J<<]!  BO5B-PASK-1 FLASH ( MAIN ) FLASH (INV ) s
| 2 WHITE A
sack : CN5 CN350 - B ) S ]
THERMISTOR T s BOGB-PASK-1 BOGB-PAKK-1 r

( PIPE - MID. TEMP. ) ‘

65,43 21 6,543 21

| i g | | |

2013.01.22 6



CN1
3-1747052-4
YELLOW

AC IN

CN6
1747052-1
WHITE

4-WAY VALVE

CN9
B4P-VH-B-C
BLACK

BASE HEATER

w201

RED
SERIAL

CN21
1-1747052-2
RED

DCVOLT IN

CN350
B06B-PAKK-1-A
BLACK

FLASH (INV)

CN2

BO6B-XN | SK-A-1
WHITE

MAIN-POWER PCB COM.

2013.01.21

OUTDOOR UNIT
MAIN PCB - 1

AOYGA45LETL :
AOYG54LETL :

K10BS-1203HUE-C1
K10BS-1204HUE-C1

C167,C168  R163
40V '
340 330p <CH> 180
x2 <1/10W>
D200 I | 12V-2
D3F60 5 L152 B
BLm31PG121
m D153 piva I+
18v RF101L2S sov |
—14
2 D203 R219, R220 D231 L155 o 15v
188355 1.8k <114W> RF301B2S 0RO -
D204 X2 B
UDzs8.28 R203 +C231 R231
R215 - R218 1.0k ©233,C234 R233 470/ 33k
1.0M <1/4W> 1202 <1/110W> 330p <CH> 180 T 25V <A/4W>
x4 0RO R223, R224 x2  <1/4W>
L C211 22 <1/4W> C235,C236 R234 180 chsz R232
— 33/ L2038 x2 Rl L232 330p <CH>x2 <1/10W> 100/ 62k
4s0v BLM21AG601 'ﬁﬁzgiéfzof ZTF0608 BLM31PG121 b2a2 REio2s T5OV <trow>
12v Ic2 D205 ¥ L o p211 |39 Pis <
2 | 104 TOP256PN 158355 | T ST03D-82 =54 P L151 C162,C163 R161 180 -0V
; T Z uL(':\IZ%'% = R a4 18 BLM31PG121 330p <CH>x2 <1/10W>
7| 5 * |
CR6 | 6ls o2 6 bt ‘ 12V
RE1201 P_4wv [ sls MLt q 10 [ AN
0.1/120 8 ) |
: FTR-F3 I | C151
D151 470/
c213
RF601T2D Al D13
| ‘1-1 <B> 188355
C164,C165 R162 180 K
c212 R211 ) K
47/35V 47 <1/10W> L291 D290 93V 330p <CH> x 2 <1/10W> 1Cc4
BLmM31PG121  UF4005 = 7805 5V
” i M C155 ci5 6 %8 c17
G
1—{ chm D152 0.1 oo T or s = a7
4 12v Cofa, des oS3 100/ RF101L28 6> | 25V T <B> 50V D400 18V
330p <CH> 180 50V RD24FM
3 1C10-1 o clawe C400
2 L ULN2003 0.01
, CR9 A <B>
RE1201 % P_BH D12 158355
FTR-F3 JM60 1C5 | €307 5v-2 1
BA17918 18V S-93C66BDO | T 7J7 2
P E2P CS 1 [cs veds A 3
P_E2P DI 2 z‘ o4
R294 L, C10 PE2P SK 2] nolr €307 R400 1 C400 4
8.2k 10/ R308 r 01 1.0k PS2561L-1-V
<1/4W> 50V 10k <B> <1/10W>
<hows 5V-2 R403, R402
A 270 <1/10W>
1%
<1/10W> X2
JM21OI IJMZUQ 5v R303, R304
O—— T 10k <1/10W> x 2
R142 5V-2 5V-2
47k 27k < > R311 P_MODELO
HU2001R2 W <tows J<ttows |- P_SERIAL_RXD 310 1C310 ook R310 - 15V-2
R143 C141 $80842 10k
7 6 554 3| 2 1® Q 1\5‘ R144 1.0k 01 ot <tnow> 1/1(())W —
T ) . —= 0. B> < > P_MODEL1 C46
- v asCoatok ™ |2 _ 10K | <HIOW> ) <82 4{6ND OUTLL P_RESET > .
1PS-1124 <BQ> T P_INT_POWER 1%%101 l <B> l z
p 12v —
T (:g: RESET_OUT <B> R313 D38 P up -10v 4
F202 1.0k SLR-325VC PVWP o— 5|
3154 340V WLNB003 v RESET_IN L Avyie N il .
250V T » . - 5V.2 P_UN 7]
1 — P_SERIAL_TXD P_WN 8
2 o o c23 1000p R38, R39 L
FH203  FH204 + <B> 1.0k <1/10W> 9 >
— TP00351-31 R330 5v-3 1300 1C41-7 X2 |
o T450v 3 a0 T BLmM18AG601 uLN2003
7;7 <1/10W> 0RO (INV.) P LED
P_RXD_I NV 330 i R336 P_MAIN_SO1 1 C300 C301l Lcwo -
0.1 4.7/
oo ok UPD70F3747 o pg
<B> ;E <1/10W> P_MODEL1 o—12 [P0 voD|_4
5V-2 R331 PLMODELO o—12P01  evop o
1.0k JM331 P RTRIP 5o poar o F-MAINSOT C303l |+C302
5V-2 R350 <1/10W> 0RO P TRIP O o os  parg 4z O P-MAINSI 0.1 47! PAN_IL
P_ON_AVAILABLE P_MAIN_SO2 — O lpos  potd a3 <B> 50V - 5V-2
R337 P_MAIN_SO2 o——/— C320
< |1 10k C331 l P CP POS o018 P06 P15 44
2 <1/10W> 0.01 10k P TEST SO o—22 P30 P96l 38 10k R326 ]
s <B>l <1110W> FTEST 81 0 2P PI® o popr <1/10W>l oK 8]
RESET_IN R332 24_|P32 P9840 o pAF EN 4
4 25_fp33 P99_41 <1/10W> =
P_FLMDO IM332 1.0k 26.p34  PCMOL45 o p g P_RTRIP 5V-2 3
5 P_TEST S| 0RO <110W> 7% POMLS o pRUSH R C03§1 '?35}(1 2
6 P_SI o——= e . .
P TEST SO P_TXD_I NV P_MAIN_S | _
TEST- R338 1 PSO o—20PH  POLL <B> Ragy <1/10W> R328 1
R351 10k C332 P_SCK o—=— ——o0 P_E2P DI 10k —]
a 10k 0.01 P UP o 28 P50 POLY 50 o pE2P SK 1.0k
<1/10W> 5V-2 PUN o—22 P51 PDLSL o pErp Cs <1/10W> <1/10w>
<1/10wW> D <B> PVP o 30 P52 PO 52 o SR \iD1 P TRIP
12V PN o3 pss  Pod s - 5V-3 - c32 | R32 5V-2
P WP o 34 P54 PDL7|_54 T 1000 3 3 2
| C42-1 R340, R341 PTWN o35 P55 AVREFO| 1 <B>p 1.0k D321
—1s 10k <1/10W> PAN_IL o84 P70 FLMDO 3 5 p Fvpo i €306 <1/10W> DAN217U
- uLN2003 2 63 [P71  REGC| 5 0.1 P AN DC
5 16 o<} 1 b RUSH R x — o PHs P_AN_DC o—f2P72 x| 7 <B> - eazs 5v-2 R325
N N P_AN_CT o—& P78 18 305/C304 0.1
4 P_SCK - - 60 P74 RESET\, 9 o p RESET 01==4.7/ + . ; R329 1.0M
|3 T 5V-2 1 15 o<} 2 P_PR P Sl B xT1 10 - : . <B> 1.0k <1/10W>
] xr2 R302. [<B>| 50V <110W>
2 5V-2 I C42-2 P_SO R301 C361 Avss]
1 0RO P_CP_POS
] D600 uLN2003 10k 10k ] Evss C324 | R34
— DAN217U <1/10W> | <1/10W> Rk 34,91 %300 470p 4.7k
<CH> l
b AN CT P_FLMDO 2 8.00MHz <1/10W>
R600 P_FLMD1 <CSTS>
1.0M == 0.1
1 x4
/e

ua

CN400
B04B-PAKK-1
BLACK

ACTPM CONTROL

CN20
B0O9B-PL | SK-1
WHITE

IPM CONTROL

CN320
B0O5B-PL | RK-1
RED

MAIN-I NV PCB COM.



C802
L800 15V-2
0.1 15V-2 7 10 1
CN800 340V g, BLORnT T Q801 P_EX_OUT {>c . i :
B6P-VH-B T = 4| _DTA143EUA | C10-7 12v4 ) |
WHITE 1 D801 ¢ R800 5V uLN2003
paF o
3 <110W> L1 i
DC FAN MOTOR 1 4 P_FM1_PWM (():1 BLM18AG601
5 Q800 (MAIN ) bl
_ e <1/10w: DTC143EUA AT o1 P EX OUT2 o e[ >ou 1]
— | P_FM1_FB l * 47 T 12V ! 2] o
D800  R803 1L cs01 c3 P_SW_MODE o—1]P33  vcqs "" T 50v 1C10-6 A ) |
C805 0.01 1 MODE o—8|MODE  vcc78 X1 5V UuLN2003
Lso1 DAN217U 1.0k ! 01 . K12
0.1 15V-2  <1/10W> <B> AT RESET O——%RESET" P4 612 2| 8.00MHz 12V-2
CN802 340V <B> BLO2Rn1 <B> 11Vss  P4_7]10 <CSTLS> R18 R16 FTR-F3
B6P-VH-B-C T T AT 15v2 Q803 Lslss PRl o EEP SK RS iy 1 c11
BLACK [~ ] _ !
! Z% D803 R804 s selroo  Podls o Eerio “AHOWs  <1ITOWs Ps2561L-1-v | C11 R12
2 T 27k 67 P01 P53[15 - 0.01 4.7k
< RD24FM P_AN_TH5 o— 0 o P_EX_INT o e <B> T <1/10W> —
3 i <1/10W> c66 PLAN_TH3 oo o2 Padtd C13 5V = 1
4 C803 5V 10k 70P04 P56 4 P_SW_PUMP_DOWN 0.01 R19 R17 7JT 12Vv-2 2
! - ! - T S ! <B> il i
DC FAN MOTOR 2 + 5v P_FM2_PWM <110W> P_LED o— 0 D0 P_SW_EXIT B 1c12 R14, R29, R36
5 4.7/ 2 |4 R806 Q802 P_AN_TH1 o—230- -2——0 p_SW_ENTER 1.0k 10k PS2561L-1-y | C12 560 <1/10W> x 3 ]
50V, 10k | DTC143EUA s ey A RN <trow>  <trow> ity
6 P_AN_TH2 76 [PO_7  P6_1|72 P PSW P EX IN2 4 1 | 0.01 4.7k
=17 5 oW b EM2 FB  INT_POWER o—SL P10 P6.271 - - ci4 | L=y, <8 T <1/10W> .
T Ceos e "SERIAL_RXD 0—38P11 P34 o p 1xp [NV 001 ¥ = 5
D802 R807 P_DEMAND2 o—S8P1.2  PO44E o prpyp | NV : R15, R30, R37 2
DAN217U 1.0k 0.01 P_DEMAND1 o—%4P1.3  P6SI47 o p gERIAL TXD <B> L~ |
<B> 34|14 P6_6l45 o PTXD PCS 560 <1/10W>x 3 o
CN111 | G111 <111o0w> 3315 6746 o PRXDINV 5V e
B06B-XARK-1-A |—— 1 12v ULN2003 P LED3 03216  P70l65 -
RED | < - o<} ! P_EEV1_P4 P_LED2 o—3LP17  PTUEL o p AN PS HP C96 R83 R80
<2 g0 Ry R 10k 1.0¢ 10k 12v-2
3 16 o<} 1 uLN2003 P EEVI P3 P_FM1_PWM 07”:2 P7_a[61 l<1/10W> <1/10W> S <1/10W>
<! 1 C111-2 P_LED1 o— 1 P_DEMAND1 © !
EXPANSION VALVE 4 27lp2.3  P7.5[60 | |
< 15 o<} 2 ulLN2003 b EEVI P2 p UM o—26P24 P75 C80 i 2
5 ‘ 1C112-2 - P_FM2_PWM o—25P25 P78 o p pEMAND3 0.01 5V 4D 5
6 15 O<} 2 uLN2003 24P26 P804 o pEEV_P <B>
P_EEV1_P1 P BH 0—28P27 P8_1| 41 0 P_EEVI P2 R84 R81 4
— P_EX N2 o—31P80  P8240 5 pppyq p3 1.0k 10k 5V 5
P EX_IN1 o—30P31  P8339 o pEpyq py <A10W>  S<1/10W>
PFM2 FB o—53/P32  P8438 R82 6
P_SW_SELECT o——234  P8.537 P_DEMAND2 L L~
80 [P35 P8 636 Cc81 10k
52/P3 6 P8 735 0.01 P DEMAND3 <1/10W>
apsT P02 o pEp cOM3 5V <B> ;[ -
5V P_EX_OUT1 o—LP43  PO319 o p7 ep~comt c82 i R85
P_EX_OUT2 o—28P44  PO2420 o p7iEp coM2 R52 RA7
P _FM1_FB © 44 P4 5 P9_1[21 O P ON_ AVAILABLE Tok or | C48 0.31 l 1;1(8'\(/\,
. /! <B> < >
R1 <1/10W> <1/10W> PS2561L-1-V 1242
R2 P_SW_PUMP_DOWN o N
1.0k <o ca0 L 5V spoTe C48 RIS
<1/ ioW> 0.01 R53 Ras 0.01 4.7k R103, R108, R113
P ca L <B> 1.0k 10K | C49 <B> | <1/10W> 560 <1/10W> x 3
001 <1/10W> <1/10W> PS2561L-1-V Tr2v-2
X P_SW_EXIT o
CN91 5V <B> l - 1 s c49 R96
= Cc41 5V 3 2
1871843-4 0.01 4.7k R104, R109, R114
WHITE 1 R93 0.01 l R54 R49 3 ¢
! o1 L & o B> T ok 0K 1 C50 <B> T <1/10W> 560 <1/10W> x 3
PRESSURE SENSOR HIGH | =T, DAN217U =5 <1/10w> o A b b b W ENTER © <tiow-  <11ow> fozerty Trav-2
o _SW_| -
. co co3 RO 95 - caz L sv oY oo [ Re
| = | — 0.1 1000p 10k 0.01 0.01 R55 R50 0.01 4.7k R105, R110, R115
T <B> T <B> <1/10W> T <B> <B> 1.0k 10k 1 C51 <B> T <1/10W> 560 <1/10W> x 3
<1/10W> <1/10W> PS2561L-1-V T 7;0
12V-2
P_SW_SELECT o 4 1
- cas L 5V 2 )Y, cs1 | Res
0.01 l 0.01 4.7k R106, R111, R116
oot R56 R51 | cs2 8> | <trow> 560 <1/10W> x 3
1C21 1.0k 10k
S-93C66BDO | 5V <1/110W> <1/10W> 5’82561 L-1 Y Tiovz
— 1 -
EEP CS 1 [cs veel s T P_SW_MODE caa | = C52 i R99
CN101 1o O 3 o1 pol4 3 2
Lo1 R102 EEP1O © 2]sk w7 0.01 : R107, R112, R117
118718432 | BLM18AGEOT T 10k EEP_SK 5 |onp TesT 6 <B> 7—7[ v 560 <1/10W> x 3
PRESSURE SWITCH <111ow> R R22 T Lo13 R72  12V-2
| c21 3.3k
B2k L9 1 oot <tr1om> ok 0.1 1C41-4 Rk PS2561L-1-V <1/10w>
: - - ; : : 1 | C40-1 R42, R41
<1ow> | <> T jj <110W> <B> g 03 x2 <uriows =T, ULN2003 1.0k <1HOW>
! | S 2
E R73 1 16 X
B03B PACS'\}‘(Gjl L60 sv R79,R174  R76 1C14 3.3k
e [ BLOZ2Rn1 - 1C41-5 1.0k <1/10W> 4.7k PS256IL1-V <q/10w> 1 C40-2 RA44, R43
5 i uLN2003 x2 <1/10W> NZAK ‘ uLN2003 1.0k <1/10W>
THERMISTOR ( OUTDOOR TEMP. ) [ <—- P_LED2 o—if’ S0 AM—WW 27N 2 15 x2
P_AN_TH1 5V - R74 \—‘ oA
- 1C15
R86, R17. R77 3.3k
Che2 ’261?133\}3} Tgﬁ l%613 1C41-6 1 ofi’m 0v5v> 47k PS2561L-1-V <q/10w> | C40-3 Rab, R4S
B04B-PASK-1 . R26 : : 14 uLN2003 1.0k <1/10W>
WHITE [ 4 1% <1/10W> <B> 47k ULN20053 4 X2 <1/10W> Ve dR . M X2
THERMISTOR ( DISCHARGE TEMP.) [ <, ) <1/10W> 1 C26 P_LED3 = {>O
P_AN_TH;
— sl R61 Re6 | cet - ng: s S80842 12v 20 12v-2
THERMISTOR ( COMP. TEMP. ) 4 13k 10k l 01 <110W> R7 R170 R4 1C6 4.7k
<1/10wW> <1/10W> <B> ! 1 ]out eND[ 4 . PS2561L-1-V y
CN63 P_AN_TH3 RESET T e | 1C41-1 1.0k <11OW> 4.7k PS2861L-1-V <110w>
BO5B-PASK. R67 R66 | Cb4 c28 CN5 uLN2003 x2  <110W> N
SB-PATE 0.1 0.1 R31-R33 OAGK. ; . L =0T,
WHITE 1 13k 10k 0.1 5V 10k <1/10W: B06B-PASK-1 P_LED_COMA1
=t <1/10W>. ; <B> <B> <B> T 0k <1/10W>x 3 WHITE D R23
THERMISTOR ( PIPE TEMP. ) 2 <1710w> o AN THE R35 . R&.R171 RS 1c7 47k
AN ~ ) .
_1Is RE3 475k Re2 | Ce2 - 1.0k é 2 1C412  10k<U10W> 4.7k PS2SBILIV  cyjigws
| <110W> 10K l 0.1 Rat <110W> 3 uLN2003 X2 <1/10W> Ry=r]
THERMISTOR ( PIPE - MID. TEMP. ) 5 % <11ow> 8> X P_LED_COM2 02 15
. . P_AN_TH5 MODE © <1/10W> l 4 FLASH (MAIN) "= —
= R69 4.75k R68 | C65 5 R9,R172 R
AR 10K T o P_RXD_PCS o 1C41-3 1.0k <1/10W> 4.7k
1% <1/10wW> <B> P_TXD_PCS © 32 ULN2003 . X2 <1/i0W>
60 C31 e P_LED_COM3 o—2 14
=01 —-1000p 1000p _LED_
<B> <B> <B>
/e

2013.01.21

OUTDOOR UNIT

MAIN PCB - 2
AOYG45LETL
AOYGS4LETL

K10BS-1203HUE-C1
K10BS-1204HUE-C1

CN12
B02B-XAKK-1-A
BLACK

EX.OUT1

CN13
B02B-XAEK-1-A
BLUE

EX. OUT 2

CN10

B02B-XAYK-1-A
YELLOW

EX.IN1

CN11
B02B-XAMK-1-A
GREEN

EX.IN2

CN14
B6 ( 7-3 ) B-XNIRK-B-2
RED

DEMAND OF RESPONSE

(CN40-4)
(CN40-5)

(CN40-13)
(CN40-14)
(CN40-15)
(CN40-16 )

CN40
B16B-PASK-1
WHITE

INDICATOR PCB

(CN40-1)
(CN40-2)
(CN40-3)

(CN40-6)
(CN40-7)
(CN40-8)
(CN40-9)
(CN40-10)
(CN40-11)
(CN40-12)



OUTDOOR UNIT
TRANSISTOR PCB (1P M)
K10AY-1003HUE-TRO

€209 - C211,C221  C222 c302 15V
0.1 <F> 1.0 100/ |
x4 <F> 35y [ L300
BLO2Rn1 TM303
™10 () ca2 | |, O esozs
86028 / Lﬁ C161 0.1 N D307
oL, <F> | RD24FM
) —( _‘ <X7R> W17 1 IPM-G 77
e rQ_0) O B ) TM304
LL25XB60 + + +
T T [ — J— 1 C301 . TM305
FSBB30CH60 @ 86028
C323C305 | C322C304 | C321C303 eoe N
0.1 47/ 0.1 47/ 01 47/ 2N
<F> 35V <F> 35V <F> 35V r 2 :z NV| 22
IPM-G 6 [vFo J
7 [CFOD NW| 23 w \% U
W306 P DCV L crol
[(@D)! 9 IN
WHITE Q—[ 10 vec Ul 24 T
e 1 VB
™o O C301 1z
CN301 0.1 15V ﬁ ‘v,::c V|25
™02 BO9B-PL 1 SK-1 <F> | c3o8 T lve
eeozs J I+ 471 16 Vs w| 26
N wsor W\J Pt q 35V 17 IN bev
\ 18 Ve
@ POW_GND <8 ﬂ 19 VB Pl 27
BLACK e I PM-G C300 R316 - R321 e
676 0.1 <F> 390 <1/10W>x 6
~ s 2V | v
CN303 IPM CONTROL | = . i A
BO5B-PL | RK-1 < o csc
WHITE < 13 CFOD
; "~ |, ‘ - €307 €306
I — N 0.1 01
2 k| . -
- VWA HCP> <X7R>
I e
REVERSE CURRENT & ‘ W
4
5 5 o
i c3m-c3te L L L
s R284, R285
1C70-2 RS5 —  C50 2200p <B>x6 003 <5W> =
BA2903F 0RO < ORO -
v bev I PM-GND x2
1 5 %
= | PM-GND R304
R312 820
R66, R63, R60 1 0RO <1/10W>
18V Re7,R64,R61 — .
R68, R65, R62 A
330k <1/3W> z
1C70-3 |vee 1% x 9 L csc €330
BA2903F |,y S = = crop C327 i <1008|p>
7 11 R71, R70, R69 l
330k <1/3W> - 0.022
| PM-GND 1% = <F>
C71 x3
15V 0 D70, D71 |
= s DAN217U x 2 | | PM-GND
1C70-1 2]
BA2903F g E
4} 3 3 3
ﬂ“ 2 l L 1 [
L R8O [ Re1
C70 T T 1 = 51k = 20k =
2150/ C72 C73  R76,R77 <110W> ) <1/10W>
| PM-GND 330p 220p 4.7k <1/10W> 1% 1%
<B> <B> 1%
X2 R108
= 13k L
Y <1/10W> =
1%
777 1 PM-GND




L —

POWER SOURCE
AC230V
50Hz

L

TO INDOOR UNIT

EARTH

2013.01.21

OUTDOOR UNIT

POWER SUPPLY PCB

K10BR-1000HUE-FLO

TM103
86028

JM100 - JM102

W111
O ORANGE
w112
© ORANGE
TM100
86028
\2%?/02%;{0: FH106  FH107 L100 1101 K100 1102
W100 H-0017-2x 2 RCH3818-022PF07 RCH3818-022PF07 Dw12D1-O (M) n200500K
B @ x2 O=—0 ) 4 3, O W102
BLACK 3 4 3 4 12v ORANGE
F103 C104 C106 1 B
30A 0.022 0.015
250V VA102 c100 c103 <YE> <YE> | C108 P-PR1 c110
470V 3.3 — 3.3 33 3.3
<TNR> <LE> <LE> c105 c107 | <LE> K100- 3 <LE>
0.022 0.015
W101© 2 1 <YE>T 2 1 <YE>T W103
WHITE F100 5 4 © ORGE
10A
250V
W104 o o O T100
O O=0 CT-1B
BLACK FH101  FH100 ngg)
PFCs000-0702F  F101
X2 10A 1 3
w113 250V SA100
RA-302M
WHITE
FH103  FH102
W106 o Pchogg-mozF
GEN 1 VA104 3':101
- 470V 15, CN101
w1o7© <TNR> 250V - 12V BOBB-XN | SK-A-1
WHITE
BLACK
W1OSO FH109  FH108 e
B PFC5000-0702F 5V D100 vg(';g;)Tou o pR2 5| -
%2 DAN217U 4
<0.2W> P-PR1 — =
1 5 B2K R106 5V 3 MAIN PCB
2 22k 2
R103 1.0k 7 s <low> N
<1110W> 220/ Gz
1 16V T T1 Jcns
o 0.1 0.1
J, R104 <B> <B>
3.74k
<1/10W>

10



2013.01.21

OUTDOOR UNIT
CAPACITOR PCB

KO5FB-1000HUE-PO
W12
O
WHITE
€200 - C203
R200 oV R C S
220k 450V B T T T
<2W>
x4
W13
VIOLET
POWER_G
OUTDOOR UNIT
INDICATOR PCB
K10BC-1000YUE-DO
M; D401 SLR-325 <orance> L6
M; D402 SLR-325 <orance> L5
M; D403 SLR-325 <orance> L4
N D404 SLR-325 <orance> L3 (CN401-1)
7 (CN401-2)
Y D405 SLR-325 <orance> L2 (CN401-3)
M (CN401-4)
N D406 SLR-325 <orance> PUMP DOWN L1 (CN401-5)
m/ L < (CN401-6)
N D407 SLR-325 «rep>  ERROR (CNA01T)
Y D408 SLR-325 <creen>  POWER / MODE (CN401-8)
B (CN401-9)
——< (CN401-10)
(CN401-11)
(CN401-12))
SW5
PUMP DOWN o
EXIT T oSW4 (CN401-13)
ENTER $—0 o oW3 ‘ (CN401-14)
SwW2 ‘ (CN401-15)
SELECT 7 Wi (CN401-16 )
MODE 5 d

11

w7

YELLOW

W8

BLUE



ERROR DETECTION

WIRED REMOTE CONTROL

This is possible only on a wired remote control.

If an error occurs, the following display will be shown.
(“Er” will appear in the set room temperature display.)

Unit number of
)

indoor unit

Error code

oot
EX. Self-diagnosis
Code Description Code Description
: Serial communication error ‘.l .l Discharge temp. sensor error

Wired remote control communication error

|
M

Compressor temp. sensor error

Wy R Wi P

Check run unfinished

Outdoor unit Heat Ex. liquid temp. sensor error

Unit number or Refrigerant circuit address setting error
[Simultaneous Multi]

Indoor unit capacity error

Combination error

« Connection unit number error (indoor slave unit)
[Simultaneous Multi]

« Connection unit number error (indoor unit or branch unit)
[Flexible Multi]

-
Mg | NN

-

QOutdoor temp. sensor error

|
L

Suction gas temp. sensor error

-
Ly

« 2-way valve temp. sensor error
« 3-way valve temp. sensor error

-
-

Heat sink temp. sensor error

« Sub-cool Heat Ex. gas inlet temp. sensor error
* Sub-cool Heat Ex. gas outlet temp.sensor error

Master unit, slave unit set-up error
[Simultaneous Multi]

63

Liquid pipe temp. sensor error

Power supply interruption error

g4

Current sensor error

Indoor unit PCB model information error

Manual auto switch error

Inlet air temp. sensor error

Indoor unit Heat Ex. Middle temp. sensor error

Indoor unit fan motor error

Drain pump error

Damper error

Indoor unit error

Outdoor unit main PCB model information error
or communication error

Inverter error

Active filter error, PFC circuit error

Trip terminal Lerror

Display PCB microcomputers communication error

2013.03.05
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86

- Discharge pressure sensor error
- Suction pressure sensor error
+ High pressure switch error

M

Trip detection

35

Compressor rotor position detection error
(permanent stop)

=1
(

Outdoor unit fan motor error

58

Outdoor unit fan motor 2 error

55

4-way valve error

SA

Coil (expansion valve) error

Discharge temp. error

A3

Compressor temp. error

A4

High pressure error

A5

Low pressure error

Je

Branch boxes error
[Flexible Multi]




OUTDOOR UNIT
Indicator PCB

.

LEDs

' v v [ K )
' U ' ' '
+ [POWER ! ' '
' ERROR|| PUMP || LOW |} PEAK !
\; MODE DOWN J:|__NOISE_J: cuT !
' ] [ ' ' '
' ' ' ' ' '
0 :0:0 O O0:0 O O
. : L2 L3 L4 L5 L6 :

Buttons MODE  SELECT IghIfIE-IR; o I_EXIT PUMP DOWN
ERROR CLR INITIALIZE

ERROR DETECTION

Display when an error occurs.

SEER PUMP LOW PEAK

ERROR DOWN NOISE CUT

MODE (L1) (L2) (L3) (L4) (L5) (L6)
On | ivpecqy| Off | Off | Off | Off | off | oOff

Check that the “ERROR” LED blinks, then press the [Enter] button once.
For details, refer to the following table.

LED display
PUMP
DESCRIPTION REMARK POWER LOW NOISE PEAK CUT
ERROR DOWN
MODE
(L1) (L2) (L3) (L4) (L5) (L6)
Serial forward transmission error immediately after Blink on Blink Blink off off on on
i 2 times 1 time 1 time
Serial communication error operation ¢ ) ( ) | :
Serial forward transmission error during operation (2Btilm25) On (184;%';) (18:;212) Off On Off Off
. . . . Blink Blink Blink
Indoor unit capacity error Indoor unit capacity error (2 times) On (2 times) (2 times) Off Off Off On
. . Blink Blink Blink
Indoor unit error Indoor unit error (2 times) On (5 times) | (15 times) Off Off Off On
. . . . . Blink Blink Blink
Outdoor unit main PCB error Outdoor unit PCB model information error (2 times) On (6 times) | (2times) Off Off Off On
Blink Blink Blink
Inverter PCB error Inverter error (2 times) On (6 times) | (3 imes) Off Off Off On
. . Blink Blink Blink
IPM error Trip terminal L error (2 times) On (6 times) | (5 times) Off Off On On
. . Blink Blink Blink
Discharge temp. sensor error Discharge temp. sensor 1 error (2 times) On (7 times) (1 time) Off Off Off On
Blink Blink Blink
Compressor temp. sensor error Compressor temp. sensor 1 error @ tiQes) On @ tirl'zes) @ ti||'1r11es) Off Off Off On
Blink Blink Blink
_ Heat Ex. centre temp. sensor error (2 times) On (7 times) | (3 times) Off Off On Off
Outdoor unit Heat Ex. sensor error Blink Blink Blink
) - in in in
Outdoor unit Heat Ex. liquid temp. sensor error (2 times) On (7 times) | (3 times) Off Off On On
Blink Blink Blink
Outdoor temp. sensor error Outdoor temp. sensor error (2 times) On (7 times) | (4 times) Off Off Off On
. ) Blink Blink Blink
Heat sink temp. sensor error Heat sink temp. sensor error (2 times) On (7 times) | (7 times) Off Off Off On
Blink Blink Blink
Current sensor error Current sensor 1 error (stoppage permanently) (2 times) On (8times) | (4times) Off Off Off On
. . Blink Blink Blink
High pressure switch 1 error (2 times) On (8 times) | (6 times) Off On Off Off
Pressure sensor error Bink Blink Blink
Pressure sensor error (2 times) On (8times) | (6 times) Off On On Off
. . . . Blink Blink Blink
Trip detection Trip detection (2 times) On (@times) | (4 times) Off Off Off On
. . Blink Blink Blink
Compressor motor control error Rotor position detection error (stoppage permanently) (2 times) On (9 times) (5 times) Off Off Off On
. Blink Blink Blink
Outdoor unit fan motor 1 error Duty abnormal (2 times) On (@ times) | (7 imes) Off Off On On
. Blink Blink Blink
Outdoor unit fan motor 2 error Duty abnormal (2 times) On (@ times) | (8 times) Off Off On On
Blink Blink Blink
4-way valve error 4-way valve error (2 times) On (@ times) | (9 times) Off Off Off On
. . Blink Blink Blink
Discharge temp. 1 error Discharge temp. 1 error (2 times) On (10 times) | (1 time) Off Off Off On
Blink Blink Blink
Compressor temp. error Compressor 1 temp. error (2 times) On (10 times) | (3 times) Off Off Off On
Blink Blink Blink
Pressure error 2 Low pressure error (2 times) On (10 times) | (5 times) Off Off Off On
2010.12.17 13




OUTDOOR UNIT
TEST RUN

Before the test run, refer to he figure and
check the following items.

Is the outdoor unit securely installed?

Have you performed gas leakage inspection?
(Connection joints of various pipes (flang connection, brazing))

Is the heat insulation done completely?
(Gas pipe, liquid pipe, drain hose extension on indoor unit side etc)

Is the water discharging from drain without any problems?

Are the cables connected correctly?

Are the cables as per specif cations?

Is the earth wire connected accurately?

Are there any obstacles blocking the suction gate, and outlet of
the indoor/outdoor units?

Have you filled the specified amount of refrigerant?

Are the stop valves of gas pipe and liquid pipe fully open?

000 Ooogog g Og

Has the power been supplied to crankcase heater for more than 6 hours?

If there are problems, adjust immediately and recheck.

Test run method

Be sure to configure test run settings only when the outdoor unit has stopped
operating.

Depending on the communication status between the indoor and outdoor units,

it may take several minutes for the system to start operating after settings for the
test run are complete.

After the test run settings are complete, the outdoor units and the connected
indoor units will start operating. Room temperature control will not activate during
test operation (continuous operation).

If a knocking sound can be heard in the liquid compression of the compressor,
stop the unit immediately and then energize the crank case heater for a sufficient

length of time before restarting the operation.

Test run setting method (it can be performed in the following two ways)
Set with test run setting (refer to installation instructions manual of indoor unit
for further details) available in the remote control.
Cooling Operation” and Heating Operation” can be set using , SELECT button and
ENTER button available on the board of display unit.
(*Make sure to perform the first test run with cooling operation.)

Set as per the procedure given below.

Check items during test run

E] Is the outdoor unit making any abnormal noise or vibrating significantly?

Is the cold air or hot air blowing from indoor unit according to the operation
mode?

If it has displayed, check the error content as per 12.2. described later.

O
E] Check that the “ERROR” LED blinks
O

Operate the unit according to the operating manual provided with the indoor

unit, and check that it is operating normally.

2013.03.05

Setting method

(1

Turn on the power of the outdoor unit and enter standby mode.

@)

(3)

PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
On Off Off Off Off Off Off Off
Press the ENTER button for more than 3 seconds.
PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
Blink Off Off Off Blink Off Off Off
Press the SELECT button,
LED of the test run mode Switched between "COOL" and "HEAT".
Cooling test mode
PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
Blink Off Off Off Blink Off Off Off
Heating test mode
PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
Blink Off Off Blink Off Off Off Off

(4) After confirmin the operation mode, Press ENTER button.
The display changes as follows, and Air conditioner starts operation.

Cooling test mode

PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
Blink Off Off Off On Off Off Off
Heating test mode
PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
Blink Off Off On Off Off Off Off
(5) Press [ENTER] button.
Air conditioner stopped operation.
PUMP LOW PEAK
POWER ERROR DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
On Off Off Off Off Off Off Off
14




OUTDOOR UNIT
PUMP DOWN

/N WARNING

Never touch electrical components such as the terminal blocks except the button on
the display board. It may cause a serious accident such as electric shock.

During the pump-down operation, make sure that the compressor is turned off before
you remove the refrigerant piping.

Do not remove the connection pipe while the compressor is in operation with 2-way or
3-way valve open. This may cause abnormal pressure in the refrigeration cycle that
leads to breakage and even injury.

/\ CAUTION

Perform the pump down operation before disconnecting any refrigerant pipe or electric
cable.

Collect refrigerant from the service port or the 3-way valve if pump down cannot be
performed.

In case of a group control system installation, do not turn the power off pump down is
completed in all outdoor units.

(Group control system installation described in SPECIAL INSTALLATION METHODS”
in the installation manual of the indoor unit.)

» Operate [PUMPDOWN] button on the display board in the manner described
below.

Preparation for pump down
Confirm that the power is off,
and then open the service panel.

(Note)

«[To stop pump down, press the [PUMP DOWN] button again.

[ To start the pump down again after the compressor is automatically stopped due
to an error, turn the power off and open the 3-way valves. Wait 3 minutes, turn the
power on and start the pump down again.

« When starting the operation after completion of the pump down, turn the power off,
and then open the 3-way valves. Wait 3 minutes, turn the power on and perform a
test run in the “COOL” operation mode.

«If an error occurs, recover the refrigerant from service port.

2010.12.16

Procedure

~N =

Turn the power on.

Check the 3-way valves (both the liquid side and gas side) are opened.

PUMP LOW PEAK
POWER ERROR | DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
On Off Off Off Off Off Off Off
(3) Press [PUMP DOWN] button for 3 seconds or more after 3 minutes after power on.
PUMP LOW PEAK
POWER
ERROR | DOWN NOISE CUT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
On Off On Off Off On On On

LED display lights on as shown in the above figure and the fans and the
compressor start operating.

2

starts. Fully close the 3-way valve on the liquid pipe side at this stage.

If the [PUMP DOWN] button is pressed while the compressor is operating, the
compressor will stop, then start again in about 3 minutes.

LED display will change as shown below about 3 minutes after the compressor

PUMP LowW PEAK

POWER | £rrOR | powN NOISE cuT
MODE (L1) w | w | w w  we
On Off On Off Off Off On On

«[If the valve on the liquid pipe side is not closed, the pump down cannot be

performed.

(5)" 1 When LED display changes as shown in the below figure close the 3-way valve on
the gas pipe side tightly.

PUMP Low PEAK

POWER | error DOWN NOISE cuT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
On Off On Off Off Off Off On

« if the valve on the gas pipe side is not closed, refrigerant may flow into the piping

after the compressor stops.

Step (4) Step (5)
Closing direction Closing direction

Gas pipe ~C
(6)" LED display changes after 1 minute as shown in the figure below.
TR PUMP LOW PEAK
ERROR | DOWN NOISE CuT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
on off on | off | off | off | off | off

Fans and compressor stop automatically.

«[1If the pump down is successfully completed (the above LED display is shown), the
outdoor unit remains stopped until the power is turned off.

(7) Turn the power off.

PUMP Low PEAK

POWER | error DOWN NOISE cuT
MODE (L1) (L2) (L3) (L4) (L5) (L6)
Off Off Off Off Off Off Off Off

PUMP DOWN is completed.

15




g
Ref. | Description Parts number
1 | Plate Top Sub Assy 9372576014
2 | Kit (Panel Front Sub Assy) | 9372637029
3 | Panel Fan Assy 9372035009
4 | Motor, Induct 9602802012
5 | Casing A 9372057018
6 | Casing B 9372058015
7 | Sirocco Fan 9372059029
8 | Kit (Panel Rear Sub Assy) | 9372636022
9 | Room Thermistor 9703299216
10 | Evaporator Sub Assy 9372584057
11 | Pipe Thermistor 9703297113
12 | Drain Pan Assy 9372579015
13 | Kit (Panel Right Sub Assy) | 9372916025
14 | Kit (Panel Left Sub Assy) 9372581018
15 | Drain Pan S Sub Assy 9372582015

2012.04.12
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(Connector : white)

PARTS
INDOOR UNIT

(Connector : black)



INDOOR UNIT
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Ref. | Description Parts number
21 | Power Supply PCB 9705668119
22 | Main PCB (45) 9705246287
22 | Main PCB (54) 9705246294
23 | Transformer (Power) 9704129017
24 | Terminal 3P 9703345012
25 | Terminal 3P 9306489045
26 | Relay 9900294014
27 | Capacitor, Plastic 9900269111
28 | Remote Control 9318593013
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OUTDOOR UNIT
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OUTDOOR UNIT
Control box

2013.02.18

Ref. | Description Parts number
21 | Main PCB (AOYGA45LETL)| 9708690148
21 | Main PCB (AOYG54LETL)| 9708690155
22 | Indicator PCB 9708678016
23 | Terminal 9900203023
24 | Filter PCB 9708688015
25 | Thermistor 9704265012
26 | Capacitor PCB 9707257083
27 | Choke Coll 9900624019
28 | ACTPM 9707592016
29 | Transistor PCB 9708647043
30 | Heat Sink 9380358008

-- | Outdoor Thermistor 9900210069

-- | Thermistor Assy (CN63) | 9900599027

-- | Thermistor Assy (CN62) | 9900598013
19




OUTDOOR UNIT
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Ref.| Description Parts number Ref.| Description Parts number
31 | 3-way Valve Assy 9379079006 38 | 4-way Valve Assy 9374425235
32 | 3-way Valve Assy 9379077002 39 | Discharge Pipe Assy | 9371581248
33 | Compressor 9810153005 40 | Pressure Switch 9900186012
34 | Accumulator 9379014021 41 | Check Joint Assy 9372802038
35 | Expansion Valve Coil | 9970096044 42 | Union joint Assy 9379068000
36 | Expansion Valve Assy | 9370947243 43 | Sensor 9900505080
37 | Solenoid 9970055072
2013.02.18 20
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ACCESSORIES

INDOOR UNIT
Name and Shape Q'ty | Application Part number
Special nut A \@'
(large flange) @ 4 313005446653
u For suspending the
indoor unit from ceiling
Special nut B ()
(small flange) \-} 4 313005446759
Coupler heat
insulation (large) For indoor side pipe joint
1 (large pipe) 9378173569
Coupler heat
insulation (small) For indoor side pipe joint
1| temall pipe) pipe] 9378173521
Cable tie ——
@l/ 1 Fixing the remote cord 313361275805
Remote
control |r:| I For air conditioner
D 1 operation 9318593013
Remote control cord
For connecting the
1 remote control 9372714010
Tapping screw Fori .
or installing the
(04 x 16) 2 | remote aontrol 0700181108
OUTDOOR UNIT
Name and Shape Q'ty | Application Part number
Drain pipe For drain piping work
@))g 1 9303029015
Drain cap
(= 2 313166024302
Binder For binding power supply
/ 3 cable and connection cable 9374688012
One-touch bush For power supply cable and
2 connection cable installation
9378779013
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OPTIONAL PARTS

Parts name Model name Application

Simple remote control UTY-RSN*M For air conditioner operation
Wired remote control UTY-RNN*M For air conditioner operation
High functional wired remote control UTY-RVN*M

Remote sensor unit UTY-XSZX Room temperature sensor
External connect kit UTD-ECS5A For control input/output port
Long life filter UTD-LF60KA
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